ABSTRACT
its flow. Opacity is frequently deduced by measuring the amount of light transmitted along an optical path with Beer-
23
Lambert's law. For instance, we can cite the references [12, 13] in which a wide spectrum band emitter was used to study 24 fire at the compartment scale. We can also cite Barakat et al. [14] who used monochromatic beams in the visible range 25 to study smoke produced by different fire loads and to assess its extinction properties as a function of wavelength. The 26 approximation based on the Beer-Lambert's law omits multiple scattering phenomena. It can be correct for smoke owing 27 to the moderate particle size and concentration. The exponential form of this law leads to express the smoke characteristics 28 in terms of the optical density equal to the natural logarithm of the transmittance through the smoke layer. The particles in 29 smoke are consequently investigated with this measurement method combined with models for the attenuation properties.
30
The scattering may start to be more important when considering droplets in suspension. Then, the basic relationships 31 based on the Beer-Lambert's law may become inaccurate, unless a collimated beam is considered, with detection in a very narrow angle and considering an extinction coefficient for the attenuation property (which involves both absorption and 1 scattering). In this case, the opacity is expected to provide an information on the visibility, affected by both the smoke and 2 the droplets simultaneously. 3 Our research is partly dedicated to study the interaction phenomena between water spray and smoke flow. The objective 4 is to assess the impact of water sprays on the smoke observing modifications in the temperature and the opacity in the 5 visible spectrum range. The practical objective is to assess the impact of water sprays on people evacuation conditions. 6 We also compare different technologies, among them conventional sprinkler systems generating large droplets with high 7 water flow rate under low operating pressure and more recent water mist systems which are spreading water into a cloud 8 of very small droplets. Such a research requires real scale tests and our study is based on a fine description of the thermal 9 and optical environment (see Ref. [15] ). The idea is to install trees of usual thermocouples and also trees of opacimeters 10 to get simultaneous vertical evolutions. However, the induced environment in the fire tests is particularly harsh since 11 opacimeters are placed in hot gases transporting soot and water vapor. Moreover, when the spray is activated, there is a 12 large amount of water droplets both in suspension or directly sprayed in the opacimeter direction. Thus, in addition to 13 thermal effects, opacimeters are subjected to soot deposition, water vapor condensation and also water droplet deposition.
14 Usual opacimeters are not designed for operating in such conditions. In particular, photodiodes and even more laser diodes 15 are very sensitive to temperature and do not operate at high temperature. In this context, a new opacimetry system was 16 developed for the present study, which is able to operate in the fire environment, even if a spray system is activated.
17
The present paper describes the design of the opacimeters, the evaluation of their performances at laboratory scale and their 18 application to real scale fire tests where smoke/spray interactions are studied. In that frame, the real scale experimental 19 setup is described and the experimental results are presented. Moreover, the smoke stratification is discussed based on 20 temperature and opacity. In other words, the data provided by both measurement methods are compared. 
24
Laser diodes and detectors were each protected by a small box with a hole for the laser beam path in order to avoid any 25 droplet deposit on the optical surfaces. All the laser diodes and photodiodes were supplied with batteries located inside 26 the protection boxes. This installation was practical and cheap. However, several problems were encountered, which did 27 not allow a smoke characterization in confidence during fire. First, laboratory tests showed that both the selected photo-28 diode and laser diode cannot be used with full confidence above 50°C, especially because the laser diode is very sensitive 29 to temperature and even becomes faulty if the temperature is too high. That is why laser diodes are often used with a 30 thermoelectric cooler in order to get a stable emission. Secondly, a deposit of soot and droplets was also suspected. We 31 concluded that a false attenuation may be measured if all these problems are not solved.
1
This conclusion guided us toward a system involving a source and a receptor protected from the harsh environment. First 2 of all, it was decided to use a light source located outside the high temperature area, using optical fibers to guide the 3 incident light toward the measurement area. Similarly the light collected after the crossing through the medium (smoke 4 and/or droplets) is transported outside the harsch environment via optical fibers up to a photodiode. Some collimators are 5 used both in order to obtain a collimated laser beam at the exit of the fiber that brings the light inside the medium and 6 to focuse the beam inside the fiber which carries the collected light to the photodiode. The collimators lenses have to be 7 protected from the deposit of soot and water droplets and from water vapor condensation (the air is very wet due to water 8 vapor contained in smoke and due to the evaporation of the spray). In order to avoid this, the collimators are put at the end 9 of small tubes (70 mm long) which are encapsulated in a pressurized protection box.
10
In other words, the opacity measurement involves a light source and a detector as usual, but the basic idea in the present 11 work is to use an optical fiber network in order to avoid the perturbation of the light source by the hot environment loaded 12 with small particles and humidity generated by the smoke-spray mixing. This is illustrated in Figure 1 with a schematic 13 view on the left and a picture of the setup on the right. A fiber-coupled laser source (Thorlabs MCLS1) at 642 nm is used.
14
The temperature of the laser diode is controlled with a Peltier device in order to warrant a signal stability at +/-0,02%.
15
The signal is splitted by using 1x4 single mode couplers in cascade in order to provide 16 different signals in parallel.
16
Each signal is guided with an optical fiber especially chosen for a possible use at high temperature toward the emission 
OPACIMETER QUALIFICATION AT LABORATORY SCALE
This device was first qualified through laboratory tests in two configurations. The aim was to check the stability of the 25 measured signal when submitted to thermal stresses and then to an air/droplet environment.
26
The thermal test was conducted with an oven. The emission device and the receptor on their metallic support were 27 submitted to heating and cooling cycles. Figure 2 shows the registration of the voltage at the receptor during a typical test 28 for temperature increasing above 200°C, which is the maximum temperature expected in our experiment. As can be seen a 29 slight deviation with a maximum value of 3.1% was observed, which provided an information on the related uncertainty in 30 case of measurement during a temperature varying step. However, this was the maximum deviation and the signal always came back to its reference value (9 V in the presented case). Moreover the signal was observed to be only affected for 1 temperatures higher than 150°C, it was almost stable for lower temperatures. The behaviour in a medium loaded with droplets was then checked submitting the opacimetry system to a water mist 
OPACIMETER APPLICATION IN REAL SCALE FIRE TESTS

Experimental setup 6
The opacimetry system was involved in a real scale experiment aimed at producing a smoke layer submitted to a water 7 mist injection. The experimental setup is represented in Figure 4 . A detailed description of the setup may be found in [15] . The water mist system was installed by a manufacturer (PROFOG). Water mist was sprayed with a nozzle located in the during the steady-state regime occurring after 240 s. Liquid fuel was used to promote the repeatability and a long steady-5 state regime, during more than 600 s. The water mist was sprayed during the steady state regime. In other words, the HRR 6 was almost constant when the mist system was activated, when it was spraying and even after mist deactivation. The instrumentation was designed to study stratification and de-stratification of the smoke induced by spray operation,
8
considering both thermal and optical effects. Gas temperature and transmittance were measured in addition to fuel mass.
9
The measurement positions are given in Figure 5 . Seven thermocouple trees were used. Six trees were located along the 10 corridor, the last tree was located between the room and the corridor. Each tree involved 18 K-thermocouples with a size 
Experimental results
1 Figure 6 presents the temporal evolution of HRR deduced from heptane pool mass loss rate. The HRR increased rapidly 2 at the beginning, when fire started to burn. The growth rate was important during the first 120 s. Then, the HRR was still 3 growing but at a lower rate. The steady state was reached after 240 s and lasted till at least 1080 s. The HRR was measured 4 around 250 kW during the steady-state period. Figure 6 shows that the HRR was not significantly affected by mist at its 5 activation during its operation since no significant HRR variation was observed during this period. This is one of the aim 
16
The measurements for transmittance were also used to identify a characteristic extinction coefficient, based on a simple
17
Beer's law : T r = e −β.L , where β is the extinction coefficient and L the path length (30 cm). The temporal evolutions in 18 terms of transmittance or extinction coefficient exhibit the same shape, but with different scale variation.
1
Before mist activation, temperatures increased progressively, while transmittances decreased as the smoke was filling the 2 space below the ceiling. In comparison with gas temperature, transmittance was found more rapidly steady. After only 3 180 s, it did not decrease anymore and remained at a stable value between 0.8 and 1, depending on the measurement 4 height. During the same time period, gas temperature increased continuously for measurements points located higher 5 than 1.2 m from the ground. This evolution was attributed to heat transfer phenomena with the corridor walls, because 6 the corridor wall temperature increased due to the exchanges with the hot smoke. The difference in temperature between 7 smoke and walls became smaller with time, decreasing the heat exchanges and finally leading to a stationary step.
8
As expected, both gas temperature and transmittance values were found to depend on measurement height. Temperature 9 increased with height and transmittance decreased with height. It is a direct consequence of the presence of smoke, hot 10 and more opaque, which was present in the upper part of the corridor. We observed during the tests that the smoke layer (section 2) the highest thermocouple still showed a hotter value because the fire was still burning and producing smoke in 21 the corridor. Downstream the nozzle, the mist blocked the smoke flow and the temperature homogeneity was quite perfect.
22
The environment was cooled down to 36°C downward the injection. The transmittance presented a more contrasted to 60% (for a path line of 30 cm). Both temperature and transmittance did not evolve during mist operation, they remained 29 almost at the same value during 5 min.
30
After mist deactivation at 720 s, while the HRR was still at the steady value, all sensors, i.e. thermocouples and Vertical profiles of gas temperature and transmittance were also plotted to study the smoke stratification (see Figure 9 , the 2 double scale for the extinction coefficient and the transmittance is still provided in Figure 9(b) ). Before mist activation, 3 vertical profiles clearly showed the stratified environment. In the upper part, above 1.5 m, gases were hot and more 4 opaque. Temperatures ranged between 100°C and 150°C and transmittances were found around 0.8. In the lower part, 5 below 1.0 m, the gas was at ambient temperature and transparent. Between 1.2 and 1.5 m, temperature was increasing 6 with height and transmittance was decreasing. Downward and upward from the nozzle, vertical profiles of gas temperature 7 and transmittance were found similar. Based on the vertical evolutions, the smoke-free layer height was computed, applying the relationships cited in the 9 introduction. Only the evolutions before mist activation were used. Indeed, the results obtained during mist operation 10 yielded almost flat profiles, which showed that there was no smoke-free layer anymore. In the configuration where smoke 11 stratification was still observed, the idea was to assess if transmittance measurements would give the same evaluation of 12 the smoke-free layer height than temperature measurements. Two categories of relationship can be distinguished, some models cannot be applied to the transmittance. Actually, it makes no sense to adapt to the opacity problem a quantity equivalent to the gas enthalpy estimated by integrating temperature over the height.
1
The N% rule is based on the maximum temperature recorded over a vertical thermocouple tree. This rule determines 2 the smoke-free layer height (or the elevation at which the interface is considered) as the height at which the temperature 3 is equal to N% of the maximum temperature. The approach is preserved to apply it to the light attentuation, which and the temperature measurement. Therefore, the present calculations were done applying a cubic interpolation on the 11 measurement data in order to smooth the results.
12 Table I presents the calculated values. They are also indicated in Figure 9 as a grey band, which corresponds to the temperature profiles. It was not kept for our analysis.
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Beside this particular evaluation, it appears that, for each measurement section and each used quantity, the interface 20 elevation is roughly the same. By comparing the values in Table I , it appears that the transmittance tends to give a lower 21 value than the gas temperature in our case. Despite the interpolation, this can be partly attributed to the limited number of 22 used opacimeters and to their locations (the highest opacimeter is located at 1.8 m whereas the highest thermocouple is 23 at 2.3 m). Another reason is that the smoke layer might be cooled in its lowest part, while still being opaque, explaining 24 some differences in the smoke-free layer evaluation.
25
The opacity data expressed in terms of extinction coefficient may provide a supplementary information on the volumetric Table I . Smoke-free layer height estimated based on temperature and transmittance measurements could lead to a better knowledge of the smoke-mist layer. 
CONCLUDING REMARKS
In fire research, it would be useful in many cases to measure opacity in fire environment. In our particular case, it is 2 important in addition to gas temperature for studying the interactions between water spray and smoke layer to assess the 3 spray impact on people evacuation conditions. In our works mainly based on real scale experiments where thermocouple 4 trees are quite easily used, opacity measurements revealed to be tricky. Indeed, in addition to thermal effects, opacimeters 5 are subjected to soot deposition, water vapor condensation and water droplet deposition. Therefore, a new opacimetry 6 setup required to be developed. A complete device was designed with an optical fiber network aimed at positioning 7 the light source and the detectors outside the smoke/spray environment. The fiber network also allowed the opacity 8 measurement by using only one thermoelectrically stabilized fibercoupled laser diode, instead of one source for each 9 measurement point which would result in a quite expensive device (in the present work 16 sources should be necessary 10 otherwise). This opacimetry device was first calibrated at laboratory scale. The measured signal was checked when the 11 opacimeter was submitted to thermal stresses and then to an air/droplets environment.
12
Then, the opacimetry device was tested in real scale with a smoke layer flowing in a corridor. The smoke stratification 13 was studied in that configuration based on temperature and opacity measurements.
14 As a whole, the obtained experimental data showed a very good behavior of opacimeters despite the hot and wet 15 environment. Moreover, experimental results showed that gas temperatures and opacity both provided similar global 16 information for the stratification before mist activation, at its activation and during its operation. Before mist activation, the temperature increased progressively, while the transmittance decreased as the smoke was filling the space below At mist activation, the impact of spray on fire environment (and also on temperature and transmittance) was very fast and 6 concerned a large distance in the corridor. During mist operation, some differences were observed between temperature 7 and transmittance profiles. A perfect homogenization was deduced from the temperatures, while some discrepancies still 8 appeared based on opacimetry data. This probably comes from some discrepancies in the particle concentrations (soot 9 and droplets). This could help identifying some gradients in soot or droplet concentrations. After mist deactivation, all 10 sensors, i.e. thermocouples and opacimeters, came back very quickly to their level before spray operation.
11
In our research, combining temperature and opacimetry was found very interesting, since opacimetry gives information 12 about the fire environment and soot and/or droplets concentration that thermocouples do not provide. Moreover,
13
opacimetry could provide an input data for the prediction of the visibility or even a tool to identify the particle 14 concentrations. In case of the mixing of smoke and spray this was still out of the scope of the present study, rather 15 dedicated to the qualification of the measurement process and this will require dedicated model, but this will be the 16 subject of further investigations. 17 
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